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REMOVE EXISTING HPS FIXTU

VIDE AND INSTALL (2) 30A-3P CIRCUIT BREAKERS AND
ECT TO FIXTURE CIRCUITS 8, 10, 12 & 14, 16, 18.

AND PROVIDE NEW 3#10.

5 AND PROVIDE NEW 2#8.
'REMOVE EXISTING CONDUCTORS AND PROVIDE NEW 3#8.
REMOVE EXISTING CONDUCTORS AND PROVIDE NEW 3#8, 2#10.
NEW 3/4"C. , 2#10.
REMOVE EXISTING CONDUCTORS AND PROVIDE NEW 3#8, 3#10.
PROVIDE AND INSTALL NEW 1"C., 3#8, 3#10 TO LOAD CENTER
AND CONNECT TO (2) 30A-3P CIRCUIT BREAKERS. ROUTE
CONDUIT ADJACENT TO EXISTING ROOF PENETRATION DOWN TO
BASEMENT.
THE FINAL LOCATIONS OF THE NEW LIGHT FIXTURES WILL BE
ADJUSTED AND APPROVED BY THE PARK PROJECT INSPECTOR IN
THE FIELD. (TO AVOID BLOCKING OFF BY THE EXISTING
TREES) . V .

BASE _BID - PROVIDE AND INSTALL FLOODLIGHT FIXTURES AS
INDICATED, EXCEPT ONLY ONE (1) EACH AT WEST SIDE.
D

ADDITIVE BID - PROVIDE AND INSTALL TWO (2) FLOODLIGHT
FIXTURES AT LOCATIONS INDICATED.

vD

EXISTING H.I.D. FIXTURE TO BE REMOVED

NEW H.I.D. FIXTURE PHOTOCELL CONTROL. SEE

FIXTURE SCHEDULE.
EXISTING 3/4" CONDUIT RUN
NEW CONDUIT RUN

FIXTURE TYPE "A", "1104" ?QUALS‘TOTAL FIXTURE
VOLT. AMP. SEE SPECIFICATIONS.

JUNCTION BOX "X" DESIGNATES EXISTING;"N" = NEW
FINAL CONNECTION TO ?IXTURE WITH "sSO" CORD
PLAN NOTES

EXISTING SWITCHBOARD |

EXISTING LOAD CENTER SURFACE MOUNTED To
SWITCH /BoaRD i h

 WEATHER PROOF
EXISTING
NEW

VOLTAGE DROP

EXISTING HLO. FloopLIgHTS.
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One Venture, Suite 220.
irvine, California 92718
(714) 753-4777

{714) 753-1588 FAX N

ELECTRICAL ENGINEERS © LIGHTING CONSULTANTS
22690 Cactus Ave., Suite 140
Moreno Valley, California 92553
{714} 653-9295

FAX {714} 653-7198 -
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