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-REQUIRED FIXTURES PER APPENDIX CHAPTER 29 TABLE A-29-A OF THE 1998 CALIFORNIA BUILDING CODE.

GROUP A / GYMNASIUM AND CONFERENCE ROOMS

WATER CLOSETS:

MALE: 3/76-125 OCCUPANCE
FEMALE: 3/76-125 OCCUPANCE

LAVATORIES:

MALE: ONE PER FOUR WATER CLOSETS AND ONE FOR EACH ADDITIONAL TWO WATER CLOSETS.
FEMALE: ONE PER FOUR WATER CLOSETS AND ONE FOR EACH ADDITIONAL TWO WATER CLOSETS.

GROUP A / EDUCATIONAL AND ACTIVITY UNIT

WATER CLOSETS:

MALE: 1/1-125 OCCUPANCE
FEMALE: 1/1-75 OCCUPANCE

LAVATORIES:

MALE: ONE PER TWO WATER CLOSETS
FEMALE: ONE PER TWO WATER CLOSETS

GROUP B / OFFICES OR PUBLIC BUILDINGS

WATER CLOSETS:

MALE: 1/1-15 OCCUPANCE
FEMALE: 1/1-15 OCCUPANCE
LAVATORIES:

MALE: ONE PER TWO WATER CLOSETS
FEMALE: ONE PER TWO WATER CLOSETS

TABULATIONS:

GROUP A OCCUPANT LOAD: 223 = 1115 MEN & 111.5 WOMEN
GROUP A OCCUPANT LOAD: 26 = 13 MEN & 13 WOMEN
EDUCATIONAL

GROUP B OCCUPANT LOAD: 5 = 2.5 MEN & 2.5 WOMEN

FIXTURES REQUIREMENT:

WATER CLOSETS:

GROUP A — 3 MEN AND 3 WOMEN.

GROUP A - 1 MEN AND 1 WOMEN.
EDUCATIONAL

GROUP B - 1 MEN AND 1 WOMEN.

LAVATORIES:

GROUP A — 1 MEN AND 1 WOMEN.

GROUP A — 1 MEN AND 1 WOMEN.
EDUCATIONAL

GROUP B — 1 MEN AND 1 WOMEN.

TOTAL REQUIRED:

'WATER CLOSETS:  (5) MEN AND WOMEN

LAVATORIES: (5) MEN AND WOMEN

TOTAL FIXTURES EXISTING:

WATER CLOSET: 3 MEN AND 6 WOMEN

LAVATORIES: 5 MEN AND 4 WOMEN
URINALS: 3 MEN
URINALS:
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DEMOLITION FLOOR PLAN

PHASE Il —

PHASE lll—

SCALE: 1/8° = 1-0"

NOTES: O

9.

10.
1.
12,
13.

14,
15.

16.

17.

18.
19.
20.

21.
22.
23.

24

25.
26.
27.

28.
29.
30.
31.

REMOVE C.M.U. COLUMN AND FOOTING

REMOVE CONCRETE ENTRY

REMOVE WALL, WINDOWS, DOOR, FRAME AND HARDWARE.
SAWCUT PORTION OF WALL FOR WINDOW OPENING

REMOVE PORTION OF THE C.M.U. WALL AND 4" CONCRETE SLAB
REMOVE CABINETS AND PRESERVE FOR REINSTALLATION

REMOVE VINYL FLOOR TILE TO EDGE OF NEW WALL

REMOVE WALL LIGHT FIXTURE AND ELECTRICAL CONDUIT AND PRESERVE FOR
REINSTALLATION.  TAKE WIRE BACK TO NEAREST JUNCTION BOX OR SUBPANEL

ABANDON DOWN SPOUT AND FILL IN HOLE WITH NON SHRINK GROUT

EXISTING DRINKING FOUNTAIN

REMOVE RUBBER BASE

REMOVE DOOR AND FRAME

REMOVE TILE THAT IS NOT FLUSH WITH COUNTER

REMOVE DOOR, FRAME AND HARDWARE AND PRESERVE FOR REINSTALLATION

REMOVE TOILET, GRAB BARS, SINK, MIRROR AND ACCESSORIES CAP ALL PLUMBING LINES

REMOVE ELECTRICAL CONDUIT AND TAKE WIRE TO NEAREST JUNCTION BOX OR
SUBPANEL

REMOVE TELEVISION, VCR WALL MOUNT SUPPORT AND PRESERVE FOR REINSTALLATION.
REMOVE ELECTRICAL AND TAKE BACK TO NEAREST JUNCTION BOX OR SUBPANEL

REMOVE CHAR RAIL. PATCH AND REPAIR WALLS
REMOVE WINDOW AND SECURITY SCREEN

REMOVE VINYL TILE AND GRIND FLOOR AND EXPOSED REBAR FLUSH AND SMOOTH
TO SURROUNDING SURFACES

REMOVE WALL FRAMING AND BASE
REMOVE FIRE EXTINGUISHER CABINET

REMOVE VINYL TILE AND CONCRETE FLOOR TO ACCOMMODATE FOOTING
SEE STRUCTURAL FOR FOOTING SIZE.

REMOVE COUNTER TOP, METAL BRACKET SUPPORT AND HARDWARE, PRESERVE FOR
REINSTALLATION. PATCH AND REPAR HOLES.

REMOVE CARPET AND ADHESIVE AND PREPARE SURFACE FOR NEW FLOOR FINISH
REMOVE EXISTING SIGN AND PRESERVE FOR REINSTALLATION.

REMOVE CONDUIT FOR ALARM SYSTEM AND TAKE TO NEAREST JUNCTION BOX.
REINSTALL AT NEW LOCATION.

REMOVE GYPSUM BOARD TO ACCOMMODATE STRUCTURAL COLUMN
REMOVE T1-11 FROM WALL
REMOVE LOUVER ABOVE DOOR

REMOVE VINYL TILE AND CONCRETE FLOOR TO ACCOMMODATE ELECTRICAL CONDUIT.
COORDINATE WITH FLOOR PLAN AND ELECTRICAL POWER PLAN FOR LOCATION.

GENERAL NOTES:

REMOVE ABANDON WALL MOUNTED JUNCTION BOXES AND COVERS.

IN AREA OF REMODEL. TAKE WIRES BACK TO SUBPANEL.

PATCH AND REPAR WALLS TO MATCH SURROUNDING SURFACES.

REMOVE FIRE EXTINGUISHERS IN AREA OF REMODEL AND PRESERVE FOR REINSTALLATION

OWNER TO MOVE ALL VENDING MACHINES, TROPHY CABINETS AND FURNITURE FORM
AREAS OF CONSTRUCTION

SAWCUT SLAB TO ACCOMODATE FLOOR ELECTRICAL QUTLETS

LEGEND:

EXISTING C.M.U. WALLS TO REMAIN

I

= FRAMED WALLS TO BE REMOVED AND DISPOSED OF. SEE NOTES FOR C.M.U.
T0 BE REMOVED.

N DOOR TO BE REMOVED

SAWCUT FLOOR SLAB TO ACCOMMODATE FLOOR ELECTRICAL OUTLETS AND DATA

LOCATION OF SAWCUT NEEDS TO BE COORDINATED WITH FLOOR PLAN AND
ELECTRICAL POWER PLAN.
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REMOVE EXIT SIGN AND PRESERVE FOR REINSTALLATION

2. REMOVE SUSPENDED CEILING SYSTEM
3. REMOVE LIGHT FIXTURE AND STORE IN SECURED AREA FOR

POSSIBLE REUSE

4. REMOVE SMOKE DETECTOR AND PRESERVE FOR REINSTALLATION

5. REMOVE MECHANICAL REGISTER

6. REMOVE ATTIC ACCESS HATCH AND PRESERVE FOR REINSTALLATION

7. REMOVE ATTIC ACCESS DOOR AND PRESERVE FOR REINSTALLATION

8. REMOVE CAMERA AND PRESERVE FOR REINSTALLATION

9. REMOVE GYPSUM BOARD CEILING

10. EDGE OF DEMOLITION LINE

11. REMOVE FIRE ALARM BELL AND PRESERVE FOR REINSTALLATION

12. EXIT SIGN TO REMAIN

[Nt |
Po><
“Z-=='  REMOVE LIGHT FIXTURE
=2Sxu
===]  EXISTING LIGHT FIXTURE TO REMAIN
e REMOVE MECHANICAL REGISTER
AN
VN REMOVE ATTIC ACCESS DOOR
&2
o REMOVE SMOKE DETECTOR
o} SMOKE DETECTOR TO REMAIN
REMOVE AND PRESERVE EXIT SIGN FOR
REINSTALLATION
S S S s

vvvvvv
yyyyyy
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3, PATCH LOCATION OF ABANDON DOWNSPOUT WEB SITE: www.gwmarchitecture.com EMAIL: genmail@gwmarchitecture.com
FILL WITH NON SHRINK GROUT e
4, EDGE OF NEW 4" CONCRETE SLAB
5. FULL HEIGHT CABINET
6.  PLASTIC LAMINATE COUNTER TOP
~~~~~~~~~~~~~~~~ 0 7. RELOCATED ALARM KEY PAD
) ’ .
8. 2X FRAMING WITH INSULATION AND T1-11 BOTH SIDES
é&?\gﬂf\/ﬁ ITEM A : TO MATCH EXISTING PROJECT
l .
| 9. ROLL-UP DOOR ARLANZA COMMUNITY
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¢~ v BN ) OFFICE REMODEL
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EAST ELEVATION <B>
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NOTES: O

1. EXISTING ASPHALT SHINGLES

2. EXISTING WOOD FASCIA TRIM

3. EXISTING PANTED CMU

4. EXISTING WINDOW WITH WROUGHT IRON SECURITY BARS

5. EXISING METAL DOOR

6. EXISITING CONCRETE COLUMN

7. EXISING T1-11 PANELING

8. EXISTING ROOF JOIST

9. CMU INFILL PANEL. MATCH BLOCK, GROUT LINES, TEXTURE
AND PAINT TO MATCH EXISTING. SEAL BLOCK BEFORE PAINTING.

10.  METAL CANOPY. PAINT TO MATCH EXISTING WALL

11, 8" CM.U. BLOCK. MATCH BLOCK, GROUT LINES, TEXTURE AND PAINT
TO MATCH EXISTING. SEAL BLOCK BEFORE PAINTING

12. METAL DOORS WITH LIGHTS AND SECURITY SCREEN

13. NOT USED

14, T1-11 PANEL TO MATCH EXISTING. PAINT TO MATCH EXISTING
COLOR

15, FINISH FLOOR LINE

16.  WINDOW WITH SECURITY SCREEN.

GENERAL NOTES:

1.

NO WORK TO EE DONE ON WEST SIDE OF BUILDING
FACADE.
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GENERAL NOTES

INTERIOR FINISH MATERIALS TO COMPLY WITH UBC CHAPTER 8.
GYPSUM BOARD TO BE 5/8" TYPE "X” UNLESS NOTED OTHERWISE.

F FLOOR

F1 EXISTING VINYL. TILE

F2 VINYL TILE

F3 CARPET

F4 EXISTING WOOD FLOOR

F5 EXISTING CONCRETE FLOOR

F6 EXISTING CERAMIC TILE
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B2 RUBBER BASE
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w WALLS
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W GYPSUM BOARD — PAINT
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C CEILING
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c7 EXPOSED 2X6 TONGUE AND GROOVE ROOF FRAMING
R REMARKS
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NOTES — SPECIFICATIONS

GENERAL

1. THE CONTRACTOR SHALL VERIFY ALL ‘DiMENSlONS, ELEVATIONS, AND
SITE CONDITIONS BEFORE STARTING WORK AND NOTIFY THE ARCHITECT
IMMEDIATELY OF ANY DISCREPANCIES.

2. ALL OMISSIONS AND CONFLICTS BETWEEN THE VARIOUS ELEMENTS OF
THE WORKING DRAWINGS AND/OR SPECIFICATIONS SHALL BE BROUGHT
TO THE ATTENTION OF THE ARCHITECT BEFORE PROCEEDING WITH
WORK SO INVOLVED.

3. RESOLVE ANY CONFLICTS ON THE DRAWINGS WITH THE ARCHITECT
BEFORE PROCEEDING WITH CONSTRUCTION.

4. NO PIPES, DUCTS, SLEEVES, CHASES, ETC. SHALL BE PLACED IN
SLABS, BEAMS. OR WALLS UNLESS SPECIFICALLY SHOWN OR NOTED.
NOR SHALL ANY STRUCTURAL MEMBER BE CUT FOR PIPES, DUCTS,
ETC., UNLESS OTHERWISE NOTED. THE CONTRACTOR SHALL OBTAIN
PRIOR APPROVAL FOR INSTALLATION OF ANY ADDITIONAL PIPES,
DUCTS, ETC. REFER TO ARCHITECTURAL AND MECHANICAL DRAWINGS
FOR LOCATIONS.

5. ALL MATERIALS AND WORKMANSHIP SHALL CONFORM TO THE
REQUIREMENTS OF THE LATEST EDITION OF THE UNIFORM BUILDING -
CODE (1997).

6. SPECIAL INSPECTION PER SECTION 1701.5 OF THE U.B.C. IS

REQUIRED AS FOLLOWS:

A. ALL STRUCTURAL FIELD WELDING, INCLUDING WELDING OF
REINFORCING STEEL, AND WELDING OF STEEL DECKING.

B. INSTALLATION AND TIGHTENING OPERATIONS FOR ALL
HIGH-STRENGTH FRICTION BOLTING (A325F).

C. INSTALLATION AND TIGHTENING OPERATIONS FOR HIGH~STRENGT
BOLTS. ‘

D. DURING THE TAKING OF TEST SPECIMENS AND PLACING OF ALL
REINFORCED CONCRETE, WITH THE EXCEPTION OF FOUNDATION
CONCRETE WHEN THE STRUCTURAL DESIGN STRENGTH IS NO
GREATER THAN F'c = 2500 PSI. THE AGENCY OR INSPECTOR
DOING THE SPECIAL INSPECTION MUST BE APPROVED BY THE
DEPARTMENT OF BUILDING AND SAFETY OF THE LOCAL
JURISDICTION.

E. DURING THE PLACEMENT OF ALL MASONRY INDICATED AS HAVING
"SPECIAL INSPECTION"

7. ALL SUB—CONTRACTORS SHALL BE RESPONSIBLE FOR REMOVAL OF ALL
DEBRIS ACCUMULATED AS ‘A RESULT OF THEIR OPERATION. ALL SCRAP,
DEBRIS AND OTHER EXCESS MATERIAL SHALL BE REMOVED FROM THE
BUILDING SITE. '

8. THE OWNER SHALL HAVE THE RIGHT TO MAKE CERTAIN- CHANGES IN THE

WORK AND THE CONTRACT AMOUNT SHALL BE ADJUSTED ACCORDINGLY.
HOWEVER, THE GENERAL CONTRACTOR SHALL NOT PROCEED WITH ANY
CHANGES WITHOUT WRITTEN APPROVAL OF THE OWNER.

STRUCTURAL WOOD

1. ALL WOOD MEMBERS SHAL BE DOUGLAS FIR OR LARCH GRADE MARKED
BY A RECOGNIZED GRADING AGENCY (W.C.L.A.)

2. PLYWOOD SHEATHING SHALL BE DOUGLAS FIR CONFORMING TO
COMMERCIAL PRODUCTOS STANDARD PS—-1-74, AND SHALL BE GRADE
MARKED IN ACCORDANCE WITH APA.

STRUCTURAL STEEL

1. STRUCTURAL STEEL SHALL CONFORM TO ASTM A36, U.N.O.

2. STEEL PIPE SHALL CONFORM TO ASTM A53, GRADE B, Fy = 36 KSI.
3. STEEL TUBE SHALL CONFORM TO ASTM AS500, GRADE B, Fy = 46 KSI
4. ALL MAIN MEMBERS SHALL HAVE BOLTS CONFORMING TO ASTM A325,
5

. MACHINE BOLTS AND ANCHOR BOLTS SHALL CONFORM TO ASTM A307,
GRADE A, UNLES OTHERWISO NOTED ON PLANS.

6. WELDING OF STRUCTURAL STEEL SHALL BE DONE BY CERTIFIED
WELDERS, IN THE SHOP OF AN APPROVED STEEL FABRICATOR, USING
THE SHIELDED ARC PROCESS PER AWS D1.1, USING APPROVED
ELECTRODES (E70XX — LOW HYDROGEN).

7. ALL WORKMANSHIP AND MATERIALS SHALL CONFORM TO THE LATEST
EDITION OF THE AISC "SPECIFICATION FOR THE DESIGN,
FABRICATION AND ERECTION OF STRUCTURAL STEEL FOR BUILDINGS”

MASONRY

1. CONCRETE BLOCK PER ASTM C—90, GRADE N UNITS WITH MINIMUM
COMPRESSIVE STRENGTH OF 1500 PSI.

2. MASONRY UNITS SHALL BE CLEAN AND FREE OF ALL SUBSTANCE THAT
MIGHT IMPAIR BOND AND SHALL BE STORED UNDER COVER ON THE
JOB.

3. MORTAR TO BE 1:3:1/4 MIX (TYPE S); CEMENT : SAND : HYDRATED
LIME OR LIME PUTTY..

4. GROUT TO BE 1:3:2 MIX; CEMENT : SAND : 3/8" MAX. PEA GRAVEL.

5. MORTAR AND GROUT SHALL BE SO PROPORTIONED AS TO PROVIDE A
MINIMUM COMPRESSIVE STRENGTH OF 1,500 PSI.

REINFORCED CONCRETE
1. CEMENT SHALL CONFORM TO ASTM C-150, TYPE V

2. AGGREGATES SHALL CONFORM TO ASTM C—33 FOR NORMAL WEIGHT
CONCRETE.

3. READY—-MIX CONCRETE SHALL BE MIXED AND DELIVERED IN
ACCORDANCE WITH ASTM C-94.

4. CONCRETE SHALL HAVE A MINIMUM ULTIMATE COMPRESSION STRENGTH
OF 2,000 PSI AT 28 DAYS, AND A MAXIMUM SLUMP OF 5", UNLESS
NOTED OTHERWISE IN THE PROJECT DRAWINGS.

5. ADMIXTURES MAY BE USED WITH THE APPROVAL OF THE PROJECT
ENGINEER. ADMIXTURES USED TO INCREASE THE WORKABILITY OF THE
CONCRETE SHALL NOT BE CONSIDERED TO REDUCE THE SPECIFIED
MINIMUM CEMENT CONTENT.

6. REFER TO AND VERIFY WITH THE ARCHITECTURAL DRAWINGS FOR ANY
MOULDS, GROOVES, REVEALS, SCUPPERS, ORNAMENTS, CLIPS OR
TEXTURES REQUIRED TO BE CAST INTO THE CONCRETE AND FOR THE
LOCATION AND EXTENT OF DEPRESSIONS, CURBS AND RAMPS.

7. CONRETE FORM TOLERANCES SHALL BE WITHIN THE STANDARDS SET BY

sy Nt1p: //ourworld.cs.com/mayorgaeng -~ mayorgaeng@cs.com

MAYORGA ENGINEERING COMPANY

Structural Design

9187 BLUE FLAG STREET # CORONA, CA 92883

(909) 277-0716 (Voice & Fax)

PROJECT

ARLANZA COMMUNITY

CENTER

OFFICE REMODEL

7950 PHILBIN AVENUE

OWNER

RIVERSIDE, CA

CITY OF RIVERSIDE
PARK & RECREATION
DEPARTMENT

3936 CHESTNUT STREET
RIVERSIDE, CA 92501

- 909-826-2012

DATE: 5-28-02 OWNER REVIEW

2002 — 11:36am

Aug 13,

Drawing name: Z:\PROJECTS\2001-Projects\01281 Arlanza Community Center—Bryant Prk\A\Consultant\Mayorga\S—001.dwg

~ REVISIONS

3. WOOD GRADES (UNLESS OTHERWISE NOTED IN THE PLANS AND THE THE AMERICAN CONCRETE INSTITUTE. = RIS

‘ZR%J&%;O%%A&%MBERS‘ 0ISTS & RAFTERS DOUG FIR 42 8. ALL REINFORCING STEEL, ANCHOR BOLTS, DOWELS AND OTHER | DAT ‘

: ‘ ® O EEANS & STANGERG . DBUG FIR #1 INSERTS SHALL BE SECURED IN POSITION AND INSPECTED BY THE 7-02-02 | OWNER PLAN CHECK
| | CEDCeRe STRINGERS .. DOUG F obUG FIR #1 ;%C\:/A%OBI\‘USECQI}FIEG DEPARTMENT INSPECTOR PRIOR TO THE POURING OF 51302 | B& S PLAN CHECK
B. VERTICAL MEMBERS: 2X STUDS....oremmimrooismooooooosooon DF STUD GRADE : '
POSTS & TIMBERS.....coovviiiviiennnns DOUG FIR #1 9. CONCRETE FLOOR SLAB VARIATION FROM LEVEL TO 1/8" IN TEN FEET

4. CUTTING, NOTCHING OR DRILLING OF BEAMS OR JOISTS TO BE MAXIMUM.

PERMITTED ONLY AS DETAILED OR APPROVED BY THE PROJECT

ENGINEER.
5. UNLESS OTHERWISE SPECIFIED, ALL NAILING SHALL CONFORM TO REINFORCING STEEL BID SET DATE .

A I QUREMENTS OF THE LATEST EDITION OF THE UNIFORM 1. BAR REINFORCEMENT SHALL CONFORM TO ASTM AB15, GRADE 40,

- UNLESS NOTED OTHERWISE. ADDENDA ,

6. ALL NAILS SHALL BE STANDARD COMMON NAILS, U.N.O. 2. ALL WELDED REBAR SHALL BE A615, GRADE 40 OR A706. 'MARK DATE ~ DESCRIPTION
7. ALL SILLS OR PLATES RESTING ON CONCRETE OR MASONRY SHALL BE | \ N

PRESSURE TREATED DOLGLAS Fi SONCRETE OR MASONRY SHALL BE 3. WELDING OF REINFORCING STEEL SHALL CONFORM TO AWS D1.4.4-79. 5

THE END OF A BOARD OR FROM A NOTCH AND SPACED AT INTERVALS ,

NS NOTED ON The BANS EROM A NOTCH AND SPACEC 4. WELDED WIRE FABRIC SHALL CONFORM TO ASTM A185. N

, | 5. REINFORCING DETAILING, BENDING AND PLACING SHALL BE IN

8. ALL BOLT HEADS AND NUTS BEARING ON WOOD SHALL HAVE STANDARD AOCORDANGE WITH THE CoNReTE Moo SHALL BE N /A

CUT WASHERS. "MANUAL OF STANDARD PRACTICE” /5\
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CONSULTANT
GENERAL NOTES H.V.A.C. EQUIPMENT SCHEDULE AIR DISTRIBUTION SCHEDULE ke
| MANUFACTURER] COOLING CAP HEATING CAPACITY| AFUE ‘ FACTURER B PHONE: (909)-925-0100 |
' SYM | EER ESP | BHP [VOLT| PH |MCA |FLA MCOP| WT. |0SA |[ECONO- | SYYM |MANUFACTU ’
1. TEMPERATURE SHALL BE CAPABLE OF BEING SET FROM 55 DEG. TO 85 24,  ALL EQUIPMENT THAT IS SUBSTITUTED SHALL FIT IN THE SPACE MODEL # @ ARl STD INPUT_JOUTPUT_CFM o LA OSA | MiZER S MODEL # S1ZE THROW REMARKS /ACCESS. HE:EOT“Q;L;;;':; DR:;ZM
DEG. F. AND HAVE THE ABILITY TO OPERATE THE HEATING AND PROVIDED WITH ADEQUATE ROOM FOR SERVICING, INCLUDING /AC\| CARRIER —_— METAL—AIRE OFF WHITE IN COLOR. PROVIDE OBD’S ‘
COOLING IN SEQUENCE, IF BOTH ARE PROVIDED. CONTROL SHALL BE SUBSTITUTE EQUIPMENT NAMED IN THIS SECTION OF THE SPECIFI- K7 7| 481000086 | 74000 |——~|125,000 102,500 EXISTING UNIT gEEN YES MODFLO 12"X12" 4 HARD CEILING 9000—1
ADJUSTABLE TO PROVIDE A RANGE OF UP TO 10 DEG. F. BETWEEN CATIONS. 3000 SERIES 9000 T—BAR CEILING 9000-6P
FULL HEATING AND FULL COOLING, AND HAVE CAPABILITY OF CARRIER —_— SEE %TDA?_LLBNRE OFF WHITE IN COLOR. PROVIDE OBD’S
TERMINATING ALL HEATING AT A TEMPERATURE NO MORE THAN 70 36,000 |———|88,000 {70,800 EXISTING UNIT YES 14"X14" 4 HARD CEILING 8000-1
DEG. F. AND COOLING AT A TEMPERATURE NOT LESS THAN 78 DEG.F. 25. QtéLc.: OSR%%I\?C éﬁE@ﬁlh CL%%%[RLA&SOESSQEE oégggssm;ﬁb EBEA LI[{\J%TF?AL&%@E Flzl\é - \_2 /| 486XN036090501 1200 PLAN SERIES 9000 T—BAR CEILING 9000-6P
: ——— METAL-AIRE FF WHITE IN R. PROV ’
AND LONGITUDINAL JOINTS, SUPPLY AND RETURN DUCTS. TAPE MUST BE UL 181B LISTED TAPE. CARRIER 140,000 |—— | 224,000] 183700 ExiSTING. UNIT SEE | ves @ NODFLO 16"X16" 4 DARD CEILING 5000~1 < 1oe 08P
2. EACH HVAC SYSTEM SHALL HAVE A DEVISE TO SHUT—OFF OR SET—BACK \ 3 /| 48140014 715000 [ PLAN SERIES 9000 T—BAR CEILING 9000—6P
EACH SYSTEM DURING OFF HOURS. SET T-STAT TO PURGE SUITE ONE HOUR CARRIER — | METAL-AIRE OFF WHITE IN COLOR
BEFORE OCCUPANCY. 26. WHERE INTERIOR OF DUCTWORK IS VISIBLE THRU AN AIR OUTLET, AC SEE po s .
INSIDE OF DUCT SHALL BE PAINTED WITH A FLAT BLACK PRIMER, OR 4 7| 48T4D014 140,000 |—-——1224,000| 183,700 EXISTING UNIT PLAN| YES 2000V t6°X12 SWS SIDEWALL SUPPLY
LINING SHALL HAVE BLACK.FACING.
3. EACH HVAC SYSTEM MUST BE CAPABLE OF SUPPLYING MINIMUM LEVELS
OF OUTDOOR AIR PER ASHRAE STANDARDS 62-—1981 TABLE 3 SECTION
6.1. SMOKING AREAS 20 CFM PER PERSON, NON—SMOKING AREA 15 27. ALL MATERIALS AND EQUIPMENT PROVIDED AND/OR INSTALLED SHALL CARRIER — ;
CFM PER PERSON, UBC MIN. 15 CFM PER PERSON OF O.S.A. BE GUARANTEED FOR A PERIOD OF ONE (1) YEAR FROM THE DATE OF =m 4BTFLO0G-501 | 57,000 |11.0]60000 | 48,000 ool 0.4 |1.04|208 | 3 b7.3 | 233 35 |667 |SEE vES METAL=AIRE 147X14”" 1 SARD CELING — SIDERALL O DE OBP'S PROJECT
FINAL ACCEPTANCE OF THE WORK BY THE OWNER. ANY DEFECTIVE \ 2 /I ALTERNATE . 0160, 000 500 1041 . : PLAN RH T-BAR CFILING W/ FILLER PANEL »
MATERIALS OR INFERIOR WORKMANSHIP SHALL BE CORRECTED TO THE ; METAL—AIRE OFF WHITE IN COLOR. PROVIDE OBD'S ARLANZA COMMUN!W
4.  ALL INSULATING MATERIALS SHALL BE INSTALLED IN COMPLIANCE ENTIRE SATISFACTION OF THE OWNER. REMARKS /ACCESS 16"X16" 1 HARD CEILING — SIDEWALL
WITH THE FLAMESPREAD RATING AND SMOKE DENSITY REQUIREMENTS - , RH T-BAR CEILING W/ FILLER PANEL CENTER
OF SECTION 604 OF THE UMC. RELOCATE EXISTING T—STATS PER OWNER'S RECOMMENDATIONS. ETRL=AIRE ; ,
28.  WITHIN 14 DAYS AFTER AWARD OF CONTRACT SUBMIT FIVE (5) COPIES VERIFY ALL CONTROL REQUIREMENTS WITH MANUFACTURER. - 18" 18" , Sgo Vggl;gg!fi g%{é%;:LPROWDE OBD’S /
OF REQUIRED SHOP DRAWINGS, MATERIAL LISTS, AND EQUIPMENT RUN CONDENSATE DRAIN TO PROPER RECEPT. OVERFLOWS TO VISIBLE LOCATION. RH T-BAR CEILING W/ FILLER PANEL OFFICE REMODEL
L 5. ALL PIPING SHALL BE INSULATED IN ACCORDANCE WITH CEC TABLE 2-53E. SPECIFICATIONS OF ITEMS PROPOSED FOR INSTALLATIONS. UPON COMPLETION OF WORK , SERVICE ALL UNITS, PROVIDE A CLEAN SET OF FILTERS METAL—AIRE SFF WHIE TN SOLOR. PROVIDE GBD'S O
PLUS ONE SET OF FILTERS FOR THE OWNER. @ y 22"X22" 1 HARD CEILING — ;tDEWAL'L , 7950 PHILBIN AVENUE
) RANSVER 1 T IC OR 29. GENERAL CONTRACTOR: CURBING, LEVEL PLATFORMS, FRAMED OPENING, M T-BAR CEILING W/ FILLER PANEL |
6 %\PE‘S UE:ME?EBCJ)?ETS SHALL BE SEALED WITH APPROVED MASTIC O SE0R LOERE O UNDERCUT DOGRS (UC), EXTERIOR LOUVERS, EXISTING AC—2 PROVIDE NEW GAS LINE IETAL—ATRE — OFF WHITE IN COLOR. PROVIDE GBD'S RIVERSIDE, CA
SHALL BE PROVIDED BY THE GENERAL CONTRACTOR. ALTERNATE AC—2 PROVIDE NEW GAS LINE, CONNECT CONDENSATE DRAIN. 24"X48 1 HARD CEILING — SIDEWALL "
| ALTERNATE AC—2 PROVIDE NEW ROOF CURB ?A?TAL AIRE E}BFARWE%EN?N COLOR. PROVIDE OBD’S =
7. INSTALLATION OF DUCTS UMC 603 - . : vy
' 30. WHERE MULTIPLE HVAC SYSTEMS ARE PROVIDED, EACH SYSTEM SHALL BE @ 12"X12" 1 HARD CEILING — SIDEWALL 3:
PERMANENTLY IDENTIFIED AS TO THE AREA IT SERVES. UMC SEC. 310.3 RH T-BAR CEILING W/ FILLER PANEL o
8.  INSULATION OF DUCTS UMC TABLE No. 6-D THERMAL WRAP MIN. iNSTALLED/1—1 /2" THICK.
FIBERGLASS WITH ALUMINUM FOIL SCRIM KRAFT FACING 1 LB/CUFT. FIELD VERIFY AND COORDINATE W/ ARCHITECT'S REFLECTED CEILING PLAN & FLOOR : N
INSTALLED TO MEET FLAME SPREAD, SMOKE DENSITY REQUIREMENTS. 31. PROVIDE 120 VOLT OQUTLET WITHIN 25 FEET OF HVAC EQUIPMENT. UMC SEC. 306.3 PLANS ALL GRILLE & REGISTER LOCATIONS. <
{
9. ALL HEATING & COOLING EQUIPMENT SHALL BE LISTED BY THE CEC. 32. EQUIPMENT REQUIRING ELECTRICAL CONNECTIONS OF MORE THAN 50 VOLTS MAN DATORY REQUGREMENTS ;
SHALL HAVE A POSITIVE MEANS OF DISCONNECT ADJACENT TO AND IN
SIGHT FROM THE EQUIPMENT SERVED. UMC 306.2 OWNER 3
10.  ALL HEATING & COOLING EQUIPMENT SHALL MEET OR EXCEED THE A) The person with overall responsibility for construction or the person responsible for the }3
EQUIPMENT EFFICIENCY. . i i vi i i ildi '
Q 33, ALL THERMOSTATS, SWITCHES, AND CONTROLLERS SHALL BE LOCATED 48’ mstol'lo’non' of regulated mogufuctured ‘dewces‘ shall p9§t, or make available with thg building C!TY OF RlVERS‘DE ;;;{
MAX. ABOVE THE FINISH FLOOR. permit(s) issued for the building, the instaliation Certificate(s) for manufactured devices regulated ol
11. GAS APPLIANCES SHALL HAVE PILOTLESS IGNITION. by the appliance standards or Part 6. Such Installation Certificate(s) shall be made available to PARK & RECREAT!ON < 3
34. SMOKE AND FIRE RATED DAMPER ARE REQUIRED ON ALL DUCTS PENETRATING OCCUPANCY the enforcement agency for all-appropriate inspections, These certificates shalk DEP ARTMENT o
12. gémgggv%}égm}?o\gLléAé%T%g\Qﬁggg%L\;A%Logg ON FAN SHUT DOWN WILL SEPARTION WALLS, RATED CORRIDOR'FOYER WALLS, AND FIRE RATED CEILINGS. UBC 713. 1. Identify features require d to verify compliance with the appliance | 2936 CHESTNUT STREET C%w
' 35,  MATERIALS EXPOSED WITHIN DUCTS OR PLENUMS SHALL HAVE A FLAME-SPREAD INDEX OF standards and Part 6. , RIVERSIDE. CA 92501
NOT MORE THAN 25 AND A SMOKE-DEVELOPED RATING OF NOT MORE THAN 50 WHEN ,
13.  WATER HEATERS OF DOMESTIC & POOL HEATERS SHALL BE C.E.C. APPROVED. TESTED IN ACCORDANCE WITH UBC STANDARD 8-1. 2. Include a statement indicating that the installed devices conform to the Appliance 909-826-2012
o 36. EACH SINGLE SYSTEM PROVIDING HEATING OR COOLING AIR IN EXCESS i;‘;gﬂ?éggoggdoggg Vfafndthtehﬁogiﬂ“;mg:;e;i’ OS“::quev‘ces given in the plans and
{ 14. m{gmpmg%mi%és Amh{OA?_Esﬂ:\le)ngETSR@&%@SN%% 58&"%%“&5 OF 2000 CFM SHALL BE EQUIPPED WITH AN AUTOMATIC SHUTOFF. y geney:
i USE. - AUTOMATIC SHUTOFFS SHALL SHUT DOWN THE AIR—MOVING EQUIPMENT 3. State the building permit number which the construction or installation was performed. ;
WHEN SMOKE IS DETECTED IN THE MAIN SUPPLY—AIR DUCT. SMOKE .
15, WORK SHALL CONFORM TO LOCAL CODES & REQUIREMENTS, LATEST DETECTION REQUIRED BY UMC SEC. 608 SHALL BE BY SMOKE Sec. 10-103(a)3 DATE: 528:02 ONNER REVIEW
L " EDITION OF THE UBC, LATEST EDIION OF THE UMC & LATEST DETECTOR INSTALLED IN THE MAIN SUPPLY-AIR DUCT. ACTIVATION OF - ) o ‘ . — REVISIONS
EDITION OF UPC. ANY DECTOR SHALL CAUSE THE AIR—MOVING EQUIPMENT TO AUTOMATICALLY B) After installing wall, ceiling or floor insulation the installer shall make available to the
~ SHUT DOWN. enforcement agency or post in a conspicuous location in the building a certificate signed by the DATE DESCRIPTION
installer stating that the installation is consistent with the plans and the requirements f Section
16.  VERIFY ALL DIMENSIONS IN THE FIELD, NO EXCEPTION. PLANS ARE 37.  APPLIANCES DESIGNED TO BE FIXED IN POSITION SHALL BE SECURELY FASTENED IN PLACE 1 0403”(0)22 The certificate shall also state the manuficmrer,s Came G‘i 4 materia 7-02-02 | OWNER PLAN CHECK
SCHEMATIC. FIELD VERIFY ALL CONDITIONS. PER BUILDING CODE REQUIREMENTS. dentification and the installed R—value. 8-13-02 | B &S PLAN CHECK
38.  ALL APPLIANCES AND PLUMBING VENTS AND THE DISCHARGE OUTLET OF EXHAUST FANS SHALL 9-30-03 | PLAN CLARIFICATION
17. TR% UQCDC(%MMQDATE SPACE, Dl‘J:CT MAY REQUIRE REROUTING £$ Cgégggg g:?(l)fzﬁG BE AT LEAST*TEN (10) FEET IN THE HORIZONTAL DIRECTION, OR THREE (3) FEET ABOVE ,' C). The builde:r shall provide 'the building owner or the personﬁ(s? responsible for building 10-06-03 | PLAN CLARIFICATION
O RECTANGLE AND FROM RECTANGLE TG ROUND WITH Z THE OUTSIDE-AIR INTAKES FOR THE HVAC UNITS. N ( ¢ multi—tenant trall ted buildings) at h
AND PROPER FITTINGS. WEATHER EXPOSED ROOF MOUNTED DUCT TO » main gnance mn case ol mulii—tenant Or centraiy operaiea bundings; at occupancy ine
REMAIN RECTANGLE. VERIFY WITH SPECIFICATIONS. 39.  ALL COMBINATION FIRE/SMOKE DAMPERS (FSD) TO BE RUSKIN MODEL FSD60-3 UL555 RATED, LIL555 following:
UL555 LEAKAGE CLASS 1. CALIF. STATE FIRE MARSHAL FIRE DAMPER LISTING $#3225-245-102
SMOKE DAMPER LISTING #3230-245-110. OPTIONS AS REQUIRED: TS—150 FIRESTAT, DUCT SMOKE 1) Operating Information. A list of the heating. cooling. water heating, and lighting systems
18.  HVAC CONTRACTOR SHALL TEST & BALANCE THE AIR DISTRIBUTION DETECTOR, SP100 SWITCH PACKAGE, PICTURE FRAME MOUNTING FRAMES, SLEEVES, ACCESS DOORS % fgaturss mo%eﬁms components. and mechanico% devicesg, conservation %’r solar gdevigesy BID SET DATE :
SYSTEM. OUTSIDE AIR CERTIFICATION SHALL BE PROVIDED. SMOKE MANAGEMENT CONTROL PANEL, FIRESTOP CAULK INSTALLATION. stalled 1 the bui d;ﬁg On% e trections on how to Uss e “ifiiently | S SENDA
40 AR PRODUCTS AND CONTROLS INC, SM-501 SERIES DUCT SMOKE DETECTORS. ;
19.  HVAC CONTRACTOR IS RESPONSIBLE FOR MEETING ALL CONDITIONS OF FIELD VERIFY VOLTAGE REQUIREMENTS. U.L. APPROVED, CALIF. STATE FIRE MARSHAL APPROVED 2) Maintenance Information. Required routine maintenance action shall be clearly stated and MARK | DATE DESCRIPTION
g[_‘-EW%ERCK MANDATORY MEASURES THAT ARE APPLICABLE TO HIS SCOPE AND MEA LISTED. incorporated on a readily accessible label. The label may be limited to identifying the /\
) maintenance manual, /\
2
20. gggoiﬁéﬁhﬂggﬁ}yi VTA% %Ei/ERRUI;Lg% %iin%FF;imTETOREé?EEPgSgLE UMC 3) Ventilation Information. A description of the quantities of outdoor and recirculated air A
10 A READILY OBSERVED LOCATION UMC 1105.12 that the ventilation system is designed to provide to each area. /A
STANDARD CONSTRUCTION NOTES: /5\
Sec. 10-103(b)
21.  FLEXIBLE DUCTWORK MAY BE USED THE LAST 7 FEET TO CONNECT TO ALL NEW CONSTRUCTION SHALL MEET THE MINIMUM REQUIREMENTS OF " /B\
REGISTERS AND GRILLES. VERIFY WITH SPECIFICATIONS. UNIFORM BUILDING COD[[-):E- 19977 ED!T!TC‘)g& D) The Lesser of the minimum rate of outdoor air reguired by Sec. 121(b)2, or three POST BID REVISIONS
UNIFORM PLUMBING CODE — 1997 EDITION: complete air changes shall be supplied to the entire building during the one—hour period VA
- . . . I ) ‘ RK ATE DESCRIPTION
22.  GRILLES AND REGISTARS TO BE METAL—AIRE OR EQUAL SUPPLY JIF ORM MECHINCAL SO0 ~ ggggg[)g?égf’”' immediately before the building is normally occupied. D
REGISTERS TO HAVE OPPOSED BLADE DAMPERS. NATIONAL ELECTRIC CODE — ~ /A
NFPA 99 HEALTH CARE FACILITIES 1999 EDITION N
THE CALIFORNIA BUILDING CODE — 1998 EDITION: A
23 PROVIDE COMBUSTION AIR PER UMC CHAPTER 7 1997 EDITION. ONE THESE CODES MAY BE AMENDED BY THE GOVERNING JURISDICTION'S CODE. EXHAUST FA "N SCHEDULE /C\
- SQUARE INCH FOR EVERY 1,000 BTUS. HIGH AND LOW COMBUSTION IF CONTRADICTIONS ARISE IN THESE PLANS FROM THE PROVISIONS OF Sy M MANUFACTURER AREA CFM esp | avps IvoLtl pul e |ReMlwT BACK MISC ]
AIR CONDITIONS MUST BE MET. THE "CODES” THE MOST RESTRICTIVE PROVISIONS WILL GOVERN. MODEL # SERVICED " |DRAFTOAMPER : A\
| | @ OMIT /A\
| PROJECT NO: 01281
- CAD DWG FILE: MECH1.DWG
DRAWN BY: E&DS / MSF
CHECKED BY: - GMIGM
REMARKS /ACCESS. INTERLOCK TOILET ROOM EXHAUST WITH LIGHTS
PROVIDE 1—-HR WALL TIMER & SPEED CONTROL FOR EF-—1
SHEET TITLE
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4
- ol BACK T0 THE FIRE CONTROL PANEL
/ IN ROOM 117A. FIELD VERIFY VERIFY REGISTER LOCATIONS WITH PARK & RECREATION
, ARCH. REFLECTED CELLING PLAN.
- — ENERGY MANAGEMENT CONTROLLER UNLESS OTHERWISE NOTED ALL STORAGE DEPARTMENT
\ (®) M ) MUST BE REPROGRAMED AFTER T-STATS
5 ~ 1 l VERIFY REQ. W/ BLDG. MANT. PERSONAL RIVERSIDE, CA 92501
HALL A g oy
/ 0P & SEAL (£) SUPPLY DUC o (E) OFFICE | | ALL RELOCATED T-STATS & SENSORS: ), 909-826-2012
7 WIRING MUST BE CAT 5 WIRE AND ONE
™ 19 CONTINIOUS LENGTH BACK TO ENERGY (E) HEALTH STORAGE  STORAGE A someE
MANAGEMENT PANEL. ROOF ACCESS ” 73 2 Vo N AD\ PLAN CLARFICATION
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- . ENERGY MANAGEMENT PANEL T ~ | : . 5-28-
) 17968 0 =} o "t ] o oo e S G O morrmesmmw
1 (E) KITCHEN (E) ELECTRICAL \ﬁ@ SEAL RAG~, /' [E) WOMEN L\\LLHA& DV |f - — 1i ; N g‘iﬁ 12’6 DUCT. REVISIONS
- B 26°%X16" 107 14 DATE DESCRIPTION
118 117A E) 26°X16” RA DUCT 116 — ) A
,( J—Y ( )-r., =1 350 oMoe  \N\2AT i @ . % . | L// \ 2 ﬂ A2\ NEW 12" SUPPLY DUCT. 7-02-02 | OWNER PLAN CHECK
| FIRE CONTROL EIZ ST"TQ‘;E Lg'g | | (E) STORAGE e TR L E ‘21? ] oy 8-13-02 | B& S PLAN CHECK
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[ NN 1 o— Y, A5 - t K P 1 411 =3
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- ¢ 8% 109 = 109 50 |- l%j ) — K e/ SO e W/ RATED ACCESS. BID SET DATE -
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AN CI20) o = S AR I I WITH NEW 88" CD. PROVIDE 12°X6" SIDE WALL
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U ACTURER] 00 ] - TERTIG cSAC!TY AFUE ‘ roNe (o0%)- ses o1ae
k : H ECONO- MANUFACTURER
1. TEMPERATURE SHALL BE CAPABLE OF BEING SET FROM 55 DEG. TO 85 24. ALL EQUIPMENT THAT IS SUBSTITUTED SHALL FIT IN THE SPACE SYM MODEL # @ ARI STD EER INPUT _|QUTPUT] CFM ESP | BHPVOLT) PH IMCA |FLA IMCOP] WT. | OSA MIZER SYM MODEL # SIZE THROW REMARKS/ACCESS 4(1492 iu;ii DRQIZESM
DEG. F. AND HAVE THE ABILITY TO OPERATE THE HEATING AND PROVIDED WITH ADEQUATE ROOM FOR SERVICING, INCLUDING ACN| CARRIER L METAL—ARE OFF WHITE IN COLOR. PROVIDE OBD'S HEMET, CALIFORNI
COOLING IN SEQUENCE, IF BOTH ARE PROVIDED. CONTROL SHALL BE SUBSTITUTE EQUIPMENT NAMED IN THIS SECTION OF THE SPECIFI- 74.000 |-——|125.000 102,500 EXISTING UNIT F§EEN YES MODFLO 127X12” 4 HARD CEILING 9000—1
ADJUSTABLE TO PROVIDE A RANGE OF UP TO 10 DEG. F. BETWEEN CATIONS. 1 /|48HJD008B-6 3000 LA SERIES 9000 T—BAR CEILING 9000-6P
FULL HEATING AND FULL COOLING, AND HAVE CAPABILITY OF /AC\| CARRIER - METAL—AIRE OFF WHITE IN COLOR. PROVIDE OBD’S
TERMINATING ALL HEATING AT A TEMPERATURE NO MORE THAN 70 36,000 |———_|88.000 |70.800 EXISTING UNIT SEE | VES MODFLO 147%X14” 4 HARD CEILING 9000-1
DEG. F. AND COOLING AT A TEMPERATURE NOT LESS THAN 78 DEG.F. 25.  ALL SHEET METAL CONSTRUCTION AND GAGES SHALL BE INSTALLED IN \_2_/| 486XN036090501 ’ 1200 PLAN SERIES 9000 T—BAR CEILING 9000—6P
ACCORDANCE WITH LOCAL AND ASHRAE CODES. TAPE ALL TRANSVERSE — = g
AND LONGITUDINAL JOINTS, SUPPLY AND RETURN DUCTS. TAPE MUST BE UL 181B LISTED TAPE. AC\ | CARRIER 140.000 |-l 224 00| 185 700 EXISTING UNIT SEE | ves Moo 167X16” 4 kD RN 5950, PROVIDE 0BD'S
2. EACH HVAC SYSTEM SHALL HAVE A DEVISE TO SHUT—OFF OR SET—BACK 3 /| 48T4D014 ’ ’ Y5000 : PLAN SERIES 9000 T_BAR CEILING 9000—6P
EACH SYSTEM DURING OFF HOURS. SET T—STAT TO PURGE SUITE ONE HOUR CARRIER ___ g METAL-AIRE OFF WHITE IN COLOR
BEFORE OCCUPANCY. 26.  WHERE INTERIOR OF DUCTWORK IS VISIBLE THRU AN AIR OUTLET, AC 140.000 |———|224.000] 183 700 EXISTING UNIT SEE | veS 16"X12" SWS SIDEWALL SUPPLY
INSIDE OF DUCT SHALL BE PAINTED WITH A FLAT BLACK PRIMER, OR 4 /148TJD014 » ’ 95000 PLAN A000VM
LINING SHALL HAVE BLACK FACING.
3. EACH HVAC SYSTEM MUST BE CAPABLE OF SUPPLYING MINIMUM LEVELS
OF OUTDOOR AIR PER ASHRAE STANDARDS 62-1981 TABLE 3 SECTION AL MATERIALS AN PUEN ALLED SHA L~
6.1. SMOKING AREAS 20 CFM PER PERSON, NON—SMOKING AREA 15 27. L LS AND EQUIPMENT PROVIDED AND/OR INSTALLED SHALL O CARRIER v NETAL—AIRE OFF WHITE IN COLOR. PROVIDE OBD'S PROJECT
CFM PER PERSON, UBC MIN. 15 CFM PER PERSON OF 0.S.A. BE GUARANTEED FOR A PERIOD OF ONE (1) YEAR FROM THE DATE OF _ SEE » ”
FINAL ACCEPTANCE OF THE WORK BY THE OWNER. ANY DEFECTIVE N0 /Gitenace 201 | 67,000 11.0160,000 | 48,000 0.411.04/208 | 3 [27.3|239| 35 |667 YES 14°X14 ‘ HARD CEILING — SIDEWALL
: LTERNATE ’ 2000 PLAN RH T-BAR CEILING W/ FILLER PANEL
MATERIALS OR INFERIOR WORKMANSHIP SHALL BE CORRECTED TO THE Ja - ; ARLAN A OMMUNITY
4. ALL INSULATING MATERIALS SHALL BE INSTALLED IN COMPLIANCE ENTIRE SATISFACTION OF THE OWNER. S METAL—AIRE 16”X16" 1 8§§’D VX*;,'E,EG”?_ %%%@ARL'L PROVIDE 0BD'S
WITH THE FLAMESPREAD RATING AND SMOKE DENSITY REQUIREMENTS REMARKS /ACCESS. RH AR CELING W) BLLER PANEL
OF SECTION 604 OF THE UMC. RELOCATE EXISTING T—STATS PER OWNER’S RECOMMENDATIONS. — , CENTER
28.  WITHIN 14 DAYS AFTER AWARD OF CONTRACT SUBMIT FIVE (5) COPIES VERIFY ALL CONTROL REQUIREMENTS WITH MANUFACTURER. METAL—AIRE o : OFF WHITE IN COLOR. PROVIDE OBD'S
OF REQUIRED SHOP DRAWINGS, MATERIAL LISTS, AND EQUIPMENT RUN CONDENSATE DRAIN TO PROPER RECEPT. OVERFLOWS TO VISIBLE LOCATION. - 18”X18 ?AEQRC(%'EH[SSGMW?DFT&% aEL OFFICE REMODEL
5. ALL PIPING SHALL BE INSULATED IN ACCORDANCE WITH CEC TABLE 2-53E. SPECIFICATIONS OF ITEMS PROPOSED FOR INSTALLATIONS. UPON COMPLETION OF WORK , SERVICE ALL UNITS, PROVIDE A CLEAN SET OF FILTERS — ;
PLUS ONE SET OF FILTERS FOR THE OWNER METAL—AIRE OFF WHITE IN COLOR. PROVIDE OBD’S :
‘ ' 2 227X22" 1 HARD CEILING - ?fDEWALL 7950 PHILBIN AVENUE
6. TRANSVERSE JOINTS SHALL BE SEALED WITH APPROVED MASTIC OR 29. GENERAL CONTRACTOR: CURBING, LEVEL PLATFORMS, FRAMED OPENING, YISTING AC—2 PROVIDE NEW GAS LIN T-BAR CEILING W/ FILLER PANEL
TAPE. UMC 601.6 DOOR LOUVERS, (DL), UNDERCUT DOORS (UC), EXTERIOR LOUVERS, EXSTING 2oz PRove: £ METAL—AIRE OFF WHITE IN COLOR. PROVIDE OBD'S RIVERSIDE, CA
SHALL BE PROVIDED BY THE GENERAL CONTRACTOR. | ALTERNATE AC—2 PROVIDE NEW GAS LINE, CONNECT CONDENSATE DRAIN. 247X48" 1 HARD CEILING — SIDEWALL
ALTERNATE AC—2 PROVIDE NEW ROOF CURB RH T-BAR CEILING
7. INSTALLATION OF DUCTS UMC 603
30. WHERE MULTIPLE HVAC SYSTEMS ARE PROVIDED, EACH SYSTEM SHALL BE FIELD VERIFY AND COORDINATE W/ ARCHITECT'S REFLECTED CEILING PLAN & FLOOR
PERMANENTLY IDENTIFIED AS TO THE AREA IT SERVES. UMC SEC. 310.3 BLANS ALL GR . R ON
8. INSULATION OF DUCTS UMC TABLE No. 6-D THERMAL WRAP MIN. INSTALLED 1-1/2" THICK. LL GRILLE & REGISTER LOCATIONS.
FIBERGLASS WITH ALUMINUM FOIL SCRIM KRAFT FACING 1 LB/CUFT.
INSTALLED TO MEET FLAME SPREAD, SMOKE DENSITY REQUIREMENTS. 31. PROVIDE 120 VOLT OUTLET WITHIN 25 FEET OF HVAC EQUIPMENT. UMC SEC. 306.3
9. ALL HEATING & COOLING EQUIPMENT SHALL BE LISTED BY THE CEC. 32. EQUIPMENT REQUIRING ELECTRICAL CONNECTIONS OF MORE THAN 50 VOLTS MANDATORY REQU|REMENTS
SHALL HAVE A POSITIVE MEANS OF DISCONNECT ADJACENT TO AND IN
SIGHT FROM THE EQUIPMENT SERVED. UMC 306.2 OWNER
10.  ALL HEATING & COOLING EQUIPMENT SHALL MEET OR EXCEED THE A) The person with overall responsibility for construction or the person responsible for the
EQUIPMENT EFFICIENCY. i i i i i ildi
33, ALL THERMOSTATS, SWITCHES, AND CONTROLLERS SHALL BE LOCATED 48" mstol’lotlon. of requlated mopufootured ‘dewces‘ shall pgfst, or make available with the‘ building ClTY OF RIVERS'DE
MAX. ABOVE THE FINISH FLOOR. permit(s) issued for the building, the installation Certificate(s) for manufactured devices requlated
11, GAS APPLIANCES SHALL HAVE PILOTLESS IGNITION. by the appliance standards or Part 6. Such Installation Certificate(s) shall be made available to PARK & RECREAT'ON
the enforcement agency for all appropriate inspections, These certificates shall: : : gy
34.  SMOKE AND FIRE RATED DAMPER ARE REQUIRED ON ALL DUCTS PENETRATING OCCUPANCY ~ DEP ARTM ENT
12. DAMPER WHICH WILL AUTOMATICALLY CLOSE ON FAN SHUT DOWN WILL SEPARTION WALLS, RATED CORRIDOR'’FOYER WALLS, AND FIRE RATED CEILINGS. UBC 713. 1 identify f . . . . . '
. y features required to verify compliance with the appliance
BE PROVIDED FOR EACH EXHAUST FAN. 3936 CHESTNUT STREET
35.  MATERIALS EXPOSED WITHIN DUCTS OR PLENUMS SHALL HAVE A FLAME—SPREAD INDEX OF standards and Part 6. ' :
NOT MORE THAN 25 AND A SMOKE-DEVELOPED RATING OF NOT MORE THAN 50 WHEN RIVERSIDE, CA 92501
13.  WATER HEATERS OF DOMESTIC & POOL HEATERS SHALL BE C.E.C. APPROVED. TESTED IN ACCORDANCE WITH UBC STANDARD 8-1. 2. Include a statement indicating that the installed devices conform to the Appliance 909-826-2012
36. EACH SINGLE SYSTEM PROVIDING HEATING OR COOLING AIR IN EXCESS Stzzgi?ggioggdoPO&&S”ihzhﬁoéz?“;im?;eﬁr OSU;EnhC devices given in the plans and
14.  MAINTENANCE LABELS WILL BE AFFIXED TO MECHANICAL EQUIPMENT OF 2000 CFM SHALL BE EQUIPPED WITH AN AUTOMATIC SHUTOFF. P pp Y gency:
AND A MAINTENANCE MANUAL SHALL BE PROVIDED FOR THE OWNERS 4 . : . .
USE. : AUTOMATIC SHUTOFFS SHALL SHUT DOWN THE AIR—MOVING EQUIPMENT 3. State the building permit number which the construction or installation was performed.
WHEN SMOKE IS DETECTED IN THE MAIN SUPPLY-AIR DUCT. SMOKE . , , 1
15.  WORK SHALL CONFORM TO LOCAL CODES & REQUIREMENTS, LATEST DETECTION REQUIRED BY UMC SEC. 808 SHALL SE BY SMOKE Sec. 10-103(a)3 DATE: 52502 OWNERREVEW
" EDITION OF THE UBC, LATEST EDITION OF THE UMC & LATEST DETECTOR INSTALLED IN THE MAIN SUPPLY—AIR DUCT. ACTIVATION OF - ) . ' | . —] REVISIONS
EDITION OF UPC. ANY DECTOR SHALL CAUSE THE AIR—MOVING EQUIPMENT TO AUTOMATICALLY B) After installing wall, ceiling or floor insulation the installer shall make available to the
SHUT DOWN. enforcement agency or post in a conspicuous location in the building a certificate signed by the DATE DESCRIPTION
installer stating that the installation is consistent with the plans and the requirements f Section
16.  VERIFY ALL DIMENSIONS IN THE FIELD, NO EXCEPTION. PLANS ARE 37.  APPLIANCES DESIGNED TO BE FIXED IN POSITION SHALL BE SECURELY FASTENED IN PLACE 10103 (0)22 The certificate shall also state the monufzcmrer,s e 0(31 d' el | 7-02-02 | OWNER PLAN CHECK
SCHEMATIC. FIELD VERIFY ALL CONDITIONS. PER BUILDING CODE REQUIREMENTS. oA ,
. identification and the installed R-value. 8-13-02 | B&S PLAN CHECK
o ACCOMMO 38.  ALL APPLIANCES AND PLUMBING VENTS AND THE DISCHARGE OUTLET OF EXHAUST FANS SHALL
17. 10 A DATE SPACE, DUCT MAY REQUIRE REROUTING OR CHANGED FROM BE AT LEAST TEN (10) FEET IN THE HORIZONTAL DIRECTION, OR THREE (3) FEET ABOVE ; ; g : g
ROUND. TO RECTANGLE AND. FROM RECTANGLE 10 ROUND. WITH PROBER SIZING B At I?\ITA)KES L R e (3) C). The  builder shall provide 'the building owner or the person‘(s? responsible for building
AND PROPER FITTINGS. WEATHER EXPOSED ROOF MOUNTED DUCT TO maintenance (in case of multi-tenant or centrally operated buildings) at occupancy the
REMAIN RECTANGLE. VERIFY WITH SPECIFICATIONS. 39.  ALL COMBINATION FIRE/SMOKE DAMPERS (FSD) TO BE RUSKIN MODEL FSD60-3 UL555 RATED, UL555 following:
UL555 LEAKAGE CLASS 1# CALIF. STATE FIRE MARSHAL FIRE DAMPER LISTING #3225-245-102
SMOKE DAMPER LISTING #3230-245—-110. OPTIONS AS REQUIRED: TS—150 FIRESTAT, DUCT SMOKE : : ; : : ; bt
18.  HVAC CONTRACTOR SHALL TEST & BALANCE THE AIR DISTRIBUTION DETECTOR, SP100 SWITCH PACKAGE, PICTURE FRAME MOUNTING FRAMES, SLEEVES, ACCESS DOORS <ns1:XMLFault xmlns:ns1="http://cxf.apache.org/bindings/xformat"><ns1:faultstring xmlns:ns1="http://cxf.apache.org/bindings/xformat">java.lang.OutOfMemoryError: Java heap space</ns1:faultstring></ns1:XMLFault>