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CUSTOMER PARTICIPATION

1. &ll facilities installed by the customer shall be
inspected and approved by the Dept. Constructlion’
Inspecteor, phone 787-7429, prior to covering. Any
field changes shall be approved by the Dept. prior
to execvtion. It will be the customer's responsibility
to coordinate with the Dept. Constructiom Supt., phone
787-7511, after the Inspector has notified construction
that the .wustomer‘s work is complete dad ready for Dept.
worke

2. Provide ard Iinstall a1l substructures, condui ts et ,
HsBr—Polyethytene—ecenduit;—and [pole riser conduit excepted)

/ trenching, backfilling and resurfacing, en=site®(e.cept

7 as roted) as shown and in conformance with the t.,llowing
stanfard drawings: UGS-100, 100.1, 115.1,116 and 325+2.
W3, S 8770 charge to be paid to Dept. prior to

energizing service. L 0

5. Meter room door to have schlage lock keyed to Dept. haster
Key, or deuble hasped.

6. 90% relative compaction of trench backfill regylred.
M P45 Service chorge and $G OB OH. +to U Cohver‘s&or\. Charge.

DEPAR HEN’Z’ PARTICIPATION

1. Provide and install Qll pole riser conduits, HsB:Pe.
conduits LwdvEs , cables, terminations and transformers
Jrom source to terminating pullsectzon or pullbox and ’

aad~sesa§£ae&a9 as shown in conformance w1th standard
construction methods., Materials to be as yﬁ(lfled on
job material lists. T

2. Obtain circuit number and recloaure type Lrom substation
operator. i

4. Trameformer ie o B0 12470 Grd </ 7200V %
41O Grd Y/ 2400 V- 480/277 V Padrourted .

K 5. Provide and mstall intercept pull box .
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TREMNCH LINE_

&) TRANSFORMER. PAD (5 - x &' )
PEFR ITEM ¥ TP- B OF UGS -G20O.
INSTALL. PER UGS - &24. 1.

- PULL BOX (& x5
PER I TEM ¥ PR-7 OF UGS -OO7
UGS -B04 . INSTALL. PER. LGS - 310

* = PULL BOX (3'xX5)-BY DEPT.

' "COMPOSOLITE. PER. CARLON.
CATT. NO. PV 364 WITH PV 2660 D
BASE. AND PV 2660 A EXTENSION .
INSTALL. PER. LS~ 310.
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