CITY OF RIVERSIDE PUBLIC UTILITIES DEPARTMENT
' ~ WATER DIVISION =
WATER ENGINEERING SECTION

CONSTRUCTION DRAWINGS
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16" WATER MAIN RELOCATION

REID

/
LOCATION

GENERAL NOTES ABBREVIATIONS
=  DEGREE | RD. = ROAD
ALL CONSTRUCTION SHALL BE IN ACCORDANCE WITH THESE PLANS ,  _—  FOOT OR MINUTE RT. =  RIGHT
AND THE STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION e B
LATEST EDITION AND REVISIONS. REID PARK g = INCH OR SECOND RWGV = ggysﬁvgmw
STATIONS ARE AS SHOWN ON THE PLANS. C.MP. = CORRIGATED METAL PIPE RcE = RECISTERED CIVIL ENGINEER
CALL THE CITY OF RIVERSIDE SURVEY SECTION AT (909) 782-5347 DN. = DOWN R/W = RIGHT OF WAY
48 HOURS IN ADVANCE, IN ORDER TO STAKE THE PIPELINE LOCATION. EX. =  EXISTING S.D. = STORM DRAIN
_ ST. =  STREET
TEST PRESSURE SHALL BE 200 PSI FOR 4 HOURS AND XERO WATER FLG. = FLANGE A — STATION
LEAKAGE. H.P.L = HORIZONTAL POINT ’ ~
OF INTERSECT STL. = STEEL
NOTIFY ALL UTILITIES 2-DAYS BEFORE DIGGING, CALL (U.S.A.). ﬁ’ I.D. =  INSIDE DIAMETER T. =  STEEL THICKNESS
& | TAN. =  TANGENT
ANY DEVIATION FROM THE PLANS SHALL BE APPROVED BY THE ENGINEER 09 LE. = INVERT ELEVATION THK - THICK
PRIOR TO CONSTRUCTION. | \/% LT. = LEFT '
| VN ~ U.S.A. = UNDERGROUND SERVICE ALERT
| . =  MINIMUM W/ _  wiTH
| M.L&C. = MORTAR LINED AND WTR. —  WATER
COATED
X-ING = CROSSING
| N.T.S. = NOT TO SCALE |
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