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1. SEE SHEET |-2 FOR DETAILS AND LEGEND.
— /ZZL___. ‘ . 2. VALVES LABELLED WITH NUMERALS AND LETTERS SUCH AS 17A & 17B SHALL BE RUN IN TANDEM. INSTALL
@ , @ e @ @ e SEPARATE WIRES FROM CONTROLLER TO EACH VALVE. AT CONTROLLER, CONTRACTOR SHALL CONNECT BOTH
‘ ‘ %4l ; 214! * WIRES TO STATION NUMBER.
1 Y " ry \x i; e ‘;/r‘? - s s 1) . i ’
L Lo e IC e R“”L“W_’“S ”“;’ A QF ‘ 3. SEE DETAIL 'C', SHEET C-5 FOR CROSS SECTION OF INSTALLATION LAYOUT OF IRRIGATION LATERAL, IRRIGATION
f . L s | - . MAINLINE AND ELECTRICAL CONDUIT IN RELATIONSHIP TO EACH OTHER. ,
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i (O IRRIGATION CONSTRUCTION NOTES:
I F{» /ré_\ 1. ADDITIVE BID ITEM 'H" CO!:IT%‘IACTOR SHALL INSTALL PtgaiGATrON PUMP PER
--------------- s 0 2 S 2 o S 3 R S 2 2 & Sl 2 o S o 4 % 7 R A 5 S O e S S S S 2 SPECIFICATIONS, ©H &" TUitl colleRETE FAD,
‘ N 890 55' 43" W 326.27’ 1= Ny P | 4 : s
" de . uc ! o= 4G W, v 4e T N A w5/ 2 BASE BID: CONTRACTOR SHALL INSTALL 2 VERTICAL *T's", LINE SIZE, CAPPED IN VALVE BOXES AT LOCATIONS
U . Iy P | 4 ) b ~ Sy B Ty q: M LY SHOWN, FOR POSSIBLE FUTURE INSTALLATION OF IRRIGATION PUMP.
O—3+—0 — O O — ¢
- 3. CONCRETE CURB PER CONSTRUCTION PLAN. SEE SHEET C-1.
{ | v
% 4, INSTALL 4" THICK CONCRETE PAD AND WALK PER DETAILS A, B AND C SHEET C-2.
B oMH S B B B B
L L . ‘ L . _ L ) . 5. CONCRETE SIDEWALK PER CONSTRUCTION PLAN. SEE SHEET C-1.
i ’ ' T H U N D E R S KY Lﬁ 6. STUB OUT AND CAP MAINLINE INSIDE VALVE BOX FOR POSSIBLE FUTURE CONNECTIONS.
|
I B - - N - - - - - 7. INSTALL 6" MAINLINE SLEEVE AND 3" WIRE SLEEVE.
{ R .
8. INSTALL CONTROLLER INSIDE VANDAL RESISTANT ENCLOSURE PER DETAILS AND SPECIFICATIONS.
g. DRINKING FOUNTAIN PER CONSTRUCTION PLANS. SEE SHEET C-1.
E B B B B |
10. CONTRACTOR POINT ?F CONNECTION AT DOWNSTREAM SIDE OF 2" BACKFLOW PREVENTER [zle-
IZigsTeld € | Pécirrow Fole DPOMESTIL WATEL.,
11. LIMITS OF TURF BALLFIELD.
O IRRIGATION CONSTRUCTION NOTES: (conTINUED} ._ ,_ 12: " LIMITS OF TURE VOLLEYRALL COURT.
) }% 's o B U Y 13. OMIT VALVE NUMBER 18B IN BASE BID. INCLUDE VALVE NUMBER 18B IN ADDITIVE ALTERNATE ‘A’

SHADE STRUCTURE AREA IRRIGATION

ADDITIVE ALTERNATE 'B ' (~oTES 13- 16)
AS A PART OF THE BASE BID (SHOULD ADDITIVE ALTERNATE BID ITEM 'B ' NOT BE AWARDED) THE FOLLOWING SHALL
BE IMPLEMENTED: / |

DHRAWN BY:

13.  SWITCH NOZZLE TO 570Z-4P-COM-15-F.

14. SWITCH NOZZLE TO 570Z-4P-COM-15"-H.

15. ADD 5702-4P-COM-15-F W/ LATERAL IN LIEU OF SHADE STRUCTURE & CONCRETE PAVING. VALLEY C.REST L AN@S@A?E, iNC. A‘

16.  ADD 57OZ~4F;{-COM-15‘-H W/ LATERAL IN LIEU OF SHADE S'!?RUCTURE & CONCRETE PAVING.

BASKETBALL AREA IRRIGATION
ADDITIVE ALTERNATE ‘A ' (ore 17

PARK & RECREATION DEPARTMENT

CITY OF RIVERSIDE

Scale 1" = 20’ - 0"

17. AS A PART OF THE BASE BID (SHOULD ADDITIVE ALTERNATE BID ITEM'A ' NOT BE AWARDED) CONTRACTOR
SHALL INSTALL IRRIGATION IN BASKETBALL AREA IN LIEU OF INSTALLING CONCRETE PAVING. SEE DETAIL 'H,
SHEET I-2.
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LEGEND

At

LEGEND

2.

‘/® 1. AUTOMATIC CONTROLLER ENCLOSURE WITH
HINGED DOOR (REFER TO PLAN NOTES).
---------------- s 2. AUTOMATIC CONTROLLER (REFER TO '
: /@ EQUIPMENT LEGEND). : : LEGEND
3 .
=T 3. SLOPE TO DRAN. 1. 12" POP-UP SPRINKLER
]
§ 4 FINISH GRADE. 2. WALKOR CURB
8
i e 3 5. DIRECT BURIAL CONTROL WIRE TO CONTROL 3. PVG SCHEDULE 80 NIPPLE
................ : VALVES. ’
, 6" 6. 3* PVC LONG SWEEP ELL. 4. _PVC TxT 90 DEGREE ELL
7. OPENING - 1* LESS THAN OPENING IN 5. - MARLEX 90 DEGREE STREET ELL
CONTROLLER BASE. FILL WITH 3/4° CRUSHED
T ROCK. 6. PVC SCHEDULE 80 NIPPLE - 12° LONG
v H .
:  t 8. 117 VOLT, 60 CYCLE POWER WIRES IN 7. LATERAL LINE PIPE AND FITTING
l CONDUIT. ,
Crd 9. POURED CONCRETE BASE - 6 MIN. THICKNESS 8. F INISH GRADE
AS REQUIRED BY MFG.'S INSTALLATION GUIDE. . 2 IN LAWN AREAS
10. 120 VOLT ON-OFF SWITCH WITH CONVENIENCE 6° IN GROUNDCOVER AREAS

OUTLET.

1t ENCLOSURE BASE EXTEND CONCRETE 1"
BEYOND ENCLOSURE BASE OPENING.

NOTE: USE TEFLON TAPE ON ALL MALE PIPE
THREADS FOR PVC TO PVC CONNECTIONS

12. PHONE SIGNAL WIRES IN 1° PVC CONDUIT.
CONTRACTOR SHALL COORDINATE LOCATION.

CONTROLLER

LEGEND

LEGEND 1. 6° POP-UP SPRAY HEAD
1. VALVE BOX PER SPECS. - PAINT
PLAN ' QVC ON LID. 2 WALK OR CURB
() 12" MAX. L. (D 3. PVC SCHEDULE 80 NIPPLE - 4° MIN.
6" MIN. z %‘ 2. FINISH GRADE } LENGTH
) =
B sl 3. NATIVE SOIL 4. PVC TxT 90 DEGREE ELL
=== W 4. BRASS NIPPLE 5. LATERAL LINE PIPE AND FITTING
[— ERU— ” - ’~;‘.‘ "‘
q- = 3 5.  BRASS 90 DEGREE ELL 6. MARLEX 90 DEGREE STREET ELL
/] 8 6. MAIN LINE PIPING 7 PVC SCHEDULE 80 NIPPLE - 6° LONG
Lt o
oo 53 7. MAIN LINE FITTING (3) 8.  FINISH GRADE
> B :. B
! N Fvos o wnd % %% o 8 BRASS 90 DEGREE STREET ELL /@ # 1* IN TURF AREAS
® © ® ) 2° IN SHRUB AREAS
G 9 BRASS NIPPLE - 6° LONG
\; 10.  QUICK COUPLING VALVE
NOTE: USE TEFLON TAPE ON MALE PIPE

11. WALK OR CURB

;: l@& 8 * 1" IN LAWN AREAS

\ 2° IN SHRUB AREAS

SECTION NOTE: USE TEFLON TAPE ON ALL MALE PIPE
- THREADS

+ E QUICK COUPLING VALVE - IN BOX

THREADS FOR PVG TO PVC CONNECTIONS

* F 2",4" or 6" POP - UP SPRINKLER

NOTE ‘A’
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10.
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12.

ELECTRIC CONTROL VALVE.
VALVE BOX PER SPECS.

CHRISTY'S 1.D. TAG - NUMBERED TO MATCH
DRAWINGS.

FINISH GRADE.
PVC MALE ADAPTER (TYP.).

TO SPRINKLERS - ANGLE PIPE TO SPECIFIED
DEPTHS WITH 45 DEGREE ELLS.

COMMON BRICK (4 REQUIRED).

COMMON WIRE TO OTHER VALVES ON SAME
CONTROLLER,

NATIVE SOIL.
CONTROL/COMMON WIRES TO CONTROLLER.
PVC SCHEDULE 80 PIPE.

* 2" IN SHRUB AREAS, FLUSH IN LAWN AREAS.

LEGEND

VALVE BOX PER SPECS.

FINISH GRADE

GATE VALVE

>

6° PVC SCH 40 EXTENSION - LENGTH AS
REQUIRED

N oo o

}! //,.la.. I ',,‘ 03»'

SECTION

13. WIRE CONNECTORS AND 30" EXPANSION LOOP

OF EACH WIRE.

14, MAIN LINE FITTING WITH SOLVENT WELD

OUTLET.
15. BRASS UNION.

16. BRASS NIPPLE.

ELECTRIC CONTROL VALVE

@ Tree Bubbler - refer to irrigation legend for
manufacturer and model and irrigation plans
for additional information

@ 3" diameter perforated drain pipe (36" long) -
filled with pea gravel as shown,

Pe LoT coNEL %w%m&&

@ PVC Lateral Line Piping - referto irrigation‘
plans for type, size and burial depth - route
around tree to avoid planting contlicts

TREE BUBBLER

©® OO © 00 6 O

PVC Schedule o nipple - length as
required (typ.}"

PVC Schedule 40 SST tee (Sx T 90
degree ell at terminus of lateral line)
Earthen Berm to retain irrigation water
Finish Grade

Tree Root Ball - refer to landscape plans
for additional information

King Bros. "CV" series riser size anti-drain

valve (typ.)
PVC CAP. DO NOT GLUE.

MARLEX 80 DEGREE STREET ELL.
PVC TxT 90 DEGREE ELBOW.

PVC SCH. 80 NIPPLE. LENGTH AS
REQUIRED.

NOTCH DRAIN PIPE AS REQUIRED TO
ACCEPT BUBBLER.

SECTION

+ D GATE VALVE

NATIVE SOIL

COMMON BRICK (2 REQUIRED)
PVC MALE ADAPTER
2":CLEAR SPACE

1° IN TURF AREAS
2° IN SHRUB AREAS

LEGEND

CONTRACTOR SHALL COORDINATE INSTALLATION OF BACKFLOW DEVICE WITH WMWD. CONTRACTOR POINT OF
CONNECTION SHALL BE AT DOWNSTREAM SIDE OF BACKFLOW DEVICE. CONTRACTOR IS RESPONSIBLE FOR
INSTALLATION OF ALL ITEMS SHOWN IN DETAIL ‘I' THIS SHEET WHICH ARE NOT INSTALLED BY WMWD.
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FINISH GRADE - VALVE BOX TO BE 1"

WIRE CONNECTORS & 30" EXPANSION

LEGEND ;
1. MASTER VALVE - ADJUST VALVE TO 7. NATIVE SOIL.
PROPER DEPTH BY USING 45 DEGREE
ELLS ON PRESSURE MAIN LINE PIPING. 8.
ABOVE GRADE IN TURF AREAS, 2"
2. VALVE BOX PER SPECS. ABOVE GRADE IN SHRUB/GROUND
" ; COVER AREAS, AND FLUSH WHERE
3. PVC SCH. 40 MALE ADAPTER (TYP. 2 INSTALLED IN PAVING.
PLACES.
9. BRASS UNION.
4. 6" BRASS NIPPLE.
. 10.
5. PRESSURE MAIN LINE PIPING. LOOP OF EACH WIRE.
6. COMMON RED BRICK - 4 REQUIRED. 11.

CONTROL & COMMON WIRE TO

CONTROLLER.
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J MASTER VALVE

LEG END
SPRINKLER PER SHEET I-1. SWITCH NOZZLE TO 4.5 NOZZLE.

2. SPRINKLER PER SHEET I-1. SWITCH NOZZLE TO 9.0 NOZZLE.

3. ADD VALVE #19 W/ LATERALS & SPRINKLERS AS SHOWN.

4. LATERAL LINE PER PLAN. SEE SHEET I-1.

5. EDGE OF FUTURE BASKETBALL COURT. SEE SHEET I-1.

6. PROVIDE MAINLINE STUBOUT W/ 3' EXPANSION COIL OF CONTROL WIRE & COMMON WIRE
IN VALVE BOX. DELETE INSTALLATION OF VALVE #18B & ALL DOWNSTREAM LATERAL &
SPRINKLERS.

7. CAP LATERAL LINE @ LOCATION SHOWN FOR FUTURE CONNECTION, AND DELETE ALL

DOWNSTREAM LATERALS AND SPRINKLERS.

IRRIGATION MAINLINE PER SHEET I-1.

VALVE TO BE INSTALLED PER SHEET I-1.

BASKETBALL AREA IRRIGATION

BASE BID ITEM

. woo ’y o ° -
S g Y o A LEGEND
e S - -
@ ' C::———a | j:;) ' ' 1. BACKFLOW PREVENTER ASSEMBLY AND
N °o 1 - 0° . i R ! INSTALLATION BY WMWD.,
. . - R . | - }
b e T T e T 2. 4" THICK CONCRETE BASE. FINISH SURFACE 2"
A ‘ | ABOVE FINISH GRADE. [8~f ol Tie b T=fte
l l 3. ACKFLOW ENCLOSURE PER SPECS.
PLAN T = — — —— % Py SR cal
| | sackFLOW PREVENTER l 4 PEAGRAVEL. BY cob TR-beTels,
5. FINISH GRADE.
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