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      NOTE: 
1. Vents shall be 10” diameter unless specified otherwise on the working drawings. All joints shall be  
       watertight and constructed to the recommendations of the manufacturer of the material used. 
       Air ducts shall be SDR-35 vent pipe. 

 

STANDPIPE VENT SPECIFIED.
SEE UGS-231.1 FOR DETAILS

18" MIN.
CONCRETE - SEE UGS-015, SMOOTH

FINISH . IF LOCATED IN A PAVED
PARKWAY, MATCH EXISTING

FACE OF CURB

24"
MIN.3" CONCRETE CAP

SAND SLURRY
OR CONCRETE

SLOPE TO VAULT
1/8" PER FOOT

3" MIN. ALL AROUND

NO. 3 REBAR-
ONE EACH CORNER

2" MAX.
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NO. 3 REBAR
4 REQUIRED

EXTEND 3 1/2 " CONCRETE
CAP TO CURB OR SIDEWALK IF
WITHIN 6".

CURB

20" SQ.
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