RIVERSIDE PUBLIC UTILITIES DEPT.—UNDERGROUND STRUCTURES

2-1-67

FLUSH VENT—VITRIFIED CLAY VENT PIPE

SET CASTING 1/2" ABOVE
SIDEWALK SURFACE FOR

WATER DIVERSION

DRAIN TO VAULT WITH
2" MINIMUM DROP

24" MIN.

] .
\ /—GRATE & FRAME (12"¢)

e SIDEWALK VENT CASTING
” SEE UGS-230 FOR DETAILS

SMOOTH FINISH-TO
€ > MATCH SIDEWALK

VENT PIPE: TO BE
VITRIFIED STANDARD
STRENGTH CLAY PIPE

‘| «—CONCRETE ENCASEMENT
3" MIN. ALL AROUND-—
FOR CONC. MIX SEE
UGS-015

90° MITERED BEND

| EACH

SOCKETS TO BE CAULKED WITH JUTE

L-#£3 REINFORCING ROD—2 REQ'D-

SIDE - 1-1/2" CLEAR

UGS-235.1



