SCHEMATIC OF FLUSH VENT WITH TRASH PIT

- VARIABLE
- 28" SQ.
- SMOOTH FINISH
- CURB
- SIDEWALK
- 18" SQUARE GRATE & FRAME. SEE UGS-230 FOR DETAILS
- 6" CONCRETE SEE UGS-015
- 8" X 8" "Y"
- ROCK (#2) TAMPED SOLID AND LEVEL
- DRAIN TO VAULT 2" MINIMUM DROP
- 3" MIN. ALL AROUND 45° MITERED BEND
- 3/8" REINFORCING ROD 1 EACH SIDE - 1-1/2" CLEAR
- VENT PIPE TO BE VITRIFIED CLAY PIPE - STANDARD STRENGTH
- SOCKETS TO BE CAULKED WITH JUTE
- ROCK FILLED SOAKAGE PIT 16" DIA.
- 36" MINIMUM
- SOAKAGE PIT TO BE INSTALLED ONLY WHEN SPECIFIED ON WORKING DRAWING