PUBLIC UTILITIES

PJC (5, 7' & 9'-6")

REQUIREMENTS (PRECAST)
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Cast-In "Bonding" Insert for
Bonding to Structure Steel Cage
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/ Cast-In "GROUNDING" Insert
(Grounding Contact Point form
Outside to Inside Structure;

Ea. Endwall, Stencil "GND")

Tails Braze Together
(Not Bonded to Rebar Cage)
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on all walls as shown
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/\ Side Wall Terminator
Item Nominal Size "Inside" (Depth x Width x Height) Terminator Schedule | Dimension
No. Side Wall [ End Wall "A"

1 |4'x6'6"x5 PJC 2 60"

2 | 4'x6'6"x7' PJC 4 84"
a 3 |4'x6'6"x9'6" PJC (with 30" Center Extension), See Page 2 6 114"
Xy
E Notes:
w 1. See UGS-005 for RPU Approved manufacturers of precast PJC structures and catalog numbers.
Y > 2. Top Endwall terminator approximate depth is 37" (with structure 4" above ground level).
0o m 3. Items # 2 & 3 may require ladder for entry / exit of structure.
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