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13 | 6'x12'x 7' Vault 3 4 72" | 144" | 84" | 42" | 42" | 5" -
14 | 7'x 14' x 8' Vault (See Note 4) %Y 73 B %
S} 15 | 8'x14'x 9' 4" Vault 1 2 96" | 168" | 112" | 56" | 56" | 5" | 22.5"
16 | 8'x 16'x 9'4" Vault 1 2 96" | 192" | 112" | 56" | 56" | 5" | 22.5"
o 17 | 8'x20' x 9' 4" Transmission Vault 1 2 96" | 240" | 112" | 56" | 56" | 6" | 22.5"
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% o e 1. See UGS-005 for RPU Approved manufacturers of precast Vault structures and catalog numbers.
o | 2. Top Endwall terminator approximate depth is 39" (with & 12" Neck).
w .| a| 3.Besureto specify if offset vault opening is required for proper street installation location.
¥ > | .| 4. Item No. 14 Top section duct bank to have 3 rows vertically (4 shown).
om| < 5. Precast Structure shall include method to install grounding halo.
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